TR YRAH(HRA BT Ao Jal TIRS)

PRASAR BHARATI (INDIA’S PUBLIC SERVICE BROADCASTER)
STHTRIATl: STeRE / AKASHVANI : BENGALURU-560 001

No:BAN/2(6) /2025-E/TOS/AC

To:-

M/s

Date:09/01/2026

e
Sub : Enquiry letter for carryout the Dismantling of 02 numbers of 16.5 ton Capacity

package type AC at Akashvani HPT Hoskote,Bengaluru and then Transportation and

Reinstallation of same at AV,Bhadravathi..

This office is inviting quotation from reputed firms to carryout the following works
.The Scope/Description of the work is furnished under.

SI
No

Description of work /Item

Quantity

Rate

GST

Amount

Dismantling of 16.5Ton capacity Air cooled
AC Plant along with 6 Nos of outdoor units,
pipes lines, wiring, etc

Place —Location:

High power Transmitter, Akashvani ,Hoskote
Bengaluru.

Plant details:

Make:Blue Star

Model:DPA1983R1A-I

Capacity: 16.5 Ton .

One Job

Transportation of 16.5Ton capacity Air cooled
AC Plant along with 6 Nos of outdoor units,
pipes lines, wiring, etc from High power
Transmitter, Akashvani, Hoskote Bengaluru.
Bengaluru to Akashvani, Bhadravati.

Firm has to take necessary Insurance for AC
Plants.

All indoor,outdoor units and pipes have to be
bubble wrapped and packed in such a way that
they don’t get damaged during Transit.
Equipment / AC Plant details:

Make:Blue Star

Model:DPA1983R1A-]

Capacity:15Ton.

One JOB

Dismantling of 18 ton capacity, 02 Nos of
plants, associated outdoor units, outdoor water

One JOB
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plant complete along with pipe lines, wiring,
accessories etc .

Location: Studio Akashvani Bhadravati:
Plant details:

Make BATLIBOI

Capacity :18 Ton,Qty :02 Nos ,

Cooling Tower Motor:

Make IndustanType 2K1.2-096-0605 1.5 HP
3 Phase Induction Motor ,

Kirloskar make, Rating 22KW /30 HP
Compressor Batboi:

Model 4C 75 22

Re-Installation and commissioning of 2Nos of | One Job
16.5Ton capacity Air cooled AC Plant along
with indoor and 6 Nos of outdoor units, pipes
lines, Electrical wiring, etc shifted from High
power Transmitter, Akashvani, Hoskote,
Bengaluru at Akashvani, Bhadravati.

Entire AC Pipe lines removed from
AV,Hoskote,Bnaglore has to be re-used at
Bhadravathi by installing on an slotted angle
tray fastened to the floor or hanged on to the
ceiling. The slotted Angle tray has to be
supplied by Bidder along with copper pipe
bends,joints,etc.

All the plants have to be tested for Gas Leakage |
using Nitrogen or other means .

All the plants have to be fully charged with
Associated Gas.

All the wiring between Electric panel and
indoor and outdoor units have to wired

properly.

Charges for preparing and 1nstallmo RCC/ iron | One Job
rod bed foundation as per CPWD standards |

with RCC bed extending at least 0.5feet |
beneath ground and 0.5Feet above the ground. 3
Iron Angles of sufficient dimension (as at !
HPT,Hoskote) has to be installed in the RCC |
foundation bed for mounting outdoor units in |

two tier. |

Testing and commissioning of two number of One JOB
16.5Ton capacity Air cooled AC Plant a]ong *

with 6 Nos of outdoor units, pipes lines, wiring,
outdoor unit Angle frame etc at Akashvani
Bhadravati

Equipment / AC Plant details:

Make:Blue Star

Model:DPA1983R1A-I

Capacity:15Ton

Supply and Installation of 125 A MCCB and | One JOB
two Nos of 63A MCB and 125A Change over
switch housed in a Panel at Akashvani
Bhadravathi for wiring the 2Nos of 16.5Ton
AC Plant.. B |
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8 Additional Length of Copper pipe required may
be quoted per metre length.
Payment will be made as per actual.
9 Additional Length of power supply Cable used
between panel to indoor and outdoor unit may
be quoted per metre length.
Payment will be made as per actual.
10 Additional Length of Control Cable used |
between indoor and outdoor unit may be quoted !
per metre length
Payment will be made as per actual.
TOTAL
GST
GRAND TOTAL

1. The qouation shouid sent in sealed cover addressed to Deputy Director
General (E), Akashvani Raj Bhavan Road Bengaluruu-560001 so as to reach on

or before 27/01/2026, 15:00 Hrs

2. The Cover Should be Superscribed with the following :

a. Name of the work fior which quotation is enclosed

b. Reference of letter of enquiry
c. Due date of opening Quotation

3. Guarantee/Warranty : The work shall be guaranteed for a period of One year from
the date of commissioning. Any failure/fault in the work carried out during
guarantee period shall be repaired/replaced free of charges by the contractor at the

site

4. Delivery Period: Work should be completed within 15 days from the date of Work

Order.

5 Critiria: Firm should have past experience of Carrying out installation or servicing
of Packaged AC units in Govt organizations or in any of AIR/DD studios. Purchase
order/work orders pertaining to previous Experience and satisfactory work

competition letters should be enclosed along with Bid document.

6 All the above have to be carried out in the presence of station head/ In-charge
7 Ifany query bidders may be contacted Shri. D SIDDALINGAIAH AD (E)Mob.No.

9844603572

8 Payment terms : 100% Payments will be made after competition of all works

satisfactorily.

9 The bidders should mention both PAN and GST No. on your quotation

11 The Deputy Director General (E), Akashvani Raj Bhavan Road Bengaluruu-
560001 reserves the right right to reject lowest or the all quotations without

assigning any reason.

12 The contractor shall indemnify and hold h

armless the purchase against all claims

in respect of injury or life to any person howsoever arising out of the work in the
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cause in respect of such installation/work. The contractor shall discharge his entire
obligation under the Indian Workmen Compensation Act in as for as it affects

ASST, DIRECTOR ( E)

For Deputy Director General (E)
Akashvani . Rajbhavan Road
BENGALURU-560001
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,_." e Marketplace

Report ID: GEM/GARPTS/09012026/BY70DOPXIP47

Report Name: The Dismantling of 02 numbers of 16.5 ton Capacity package type AC and then Transportation and
Reinstallation of same at location

Generated By: D Siddalingaiah , Ministry of Information and Broadcasting , Ministry of Information and Broadcasting

Generated On: 09/01/2026
Valid till: 08/02/2026

GeM Availability Report and Past Transaction Summary

GeM Availability Report and past transaction summary report is generated based on the specifications searched by the
Buyer. The specification may be modified appropriately for searching relevant categories on GeM. Buyer may navigate to
GeM category page by clicking on the category link to view category specifications and products/services available in the
category.

Order Count and Order Value displayed is on a cumulative basis since GeM inception.

1. Search String: Dismantling of 02 numbers of 16.5 ton Capacity package type AC and then Transportation
and Reinstallation of the same at location

Search type: Service

Search Result: Category not available on GeM for the text string searched by the buyer.

This is a one-time requirement hence new category creation is not proposed / or requirement is recurring but request for
new category creation will be submitted separately post generation of GeMARPTS.

Estimated Value Of Procurement: X 300000.0




